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MECH 001
STC > 56 STOR. 021

STC 40 EXAM SCREENING 020
STC > 56

TREATMENT 019
STC 55

PREVENTATIVE MED,.
 NURSE 018

STC 45
OOC HEALTH NURSE

STC 45 EXAM 3 016
STC 45

EXAM 2  014
STC 45

PROVIDER 013
STC 40

EXAM 1 012
STC 45

ADULT SCREENING 011
STC 45

MENS /WOMENS TOILET 009,010
STC 40

OIC 004
STC 40

LCPO/LPO 003
STC 45

MENS LOCKER 022
STC 40

WOMENS LOCKER 023
STC 40

LOUNGE 002
STC 40

M. STAFF 024
STC 40 W. STAFF 025

STC 40

RECORDS 026
STC 40

COMM. 027
STC 40

SOILED LINEN 030
STC 40

CLEAN LINEN 031
STC 40

STOR  006
STC 45

RECEPT. 028
STC 40

COR. (ALL)
STC 45

AUDIO 033
STC 45

COPIER 032

LEGEND

WALL TO ROOF DECK

WALL HEIGHT

HEIGHT OF HEADER

WALL TYPE

NOTES: 1. ALL PARTITIONS EXTENDING TO ROOF
DECK OVER 12' LENGHT SHALL BE BRACED
@ 4'-0" O.C.

2. PROVIDE U CHANNEL BRIDGING @ 8''0" OC VERT.
3. WHERE WALL STUDS EXTEND TO ROOF DECK,

GYP. BRD SHALL EXTEND TO ROOF DECK.
4. PROVIDE SEALANT AROUND DUCTWORK,

 AND CONDUIT PENETRATING WALL BOARD.
5. COORDINATE STUD SPACING TO ROOF DECK

WITH DUCTWORK SIZES.
6. PROVIDE CLIP TRACK BLOCKING AT ALL SCHEDULED EQUIP.,

GRAB BARS, CABINETS, ETC... COORDINATE WITH TRADES.
7. ALL WALLS THAT EXTEND TO ROOF DECK SHALL HAVE GYP.

BRD. IN ATTIC SPACE (BOTH SIDES) THAT SHALL BE TAPED
AND MUDDED.  FINSH AND PAINTING IS NOT REQUIRED.

2A

1A

2A

3B

VISION TESTING 015
STC 45

CONCRETE SLAB, SEE STRUCTURAL

GALVANIZED METAL STUD TRACK

3" THICK ACOUSTIC BATT INSULATION,
(STC RATED WALLS ONLY)

GALVANIZED METAL STUDS

5/8" TYPE "X" GYPSUM WALLBOARD (1)
LAYER, BOTH SIDES OF STUDS

GALVANIZED METAL STUD TRACK

CEILING AS SCHEDULED

BOTTOM OF STRUCTURE/DECK ABOVE

1A

1B

3 5/8" METAL STUDS @ 16" O.C.  STC 45

1C

6" METAL STUDS @ 24" O.C. (STC 45)

8" METAL STUDS @ 16" O.C.

SEALANT (BOTH SIDES)

SEALANT, BOTH SIDES

1D 3 5/8" METAL STUDS @ 16" O.C. W/
5/8" GYPSUM WALLBOARD ON ROOM
SIDE ONLY

NOTE:  SEE WALL SECTION AND DETAILS FOR EXTERIOR
PARTITIONS. ALL EXTERIOR WALLS SHALL HAVE
MOLD RESISTANCE GYPSUM BOARD.

CONCRETE SLAB, SEE STRUCTURAL

GALVANIZED METAL STUD TRACK

3" THICK ACOUSTIC BATT INSULATION,
(STC RATED WALLS ONLY)

GALVANIZED METAL STUDS

5/8" TYPE "X GYPSUM WALLBOARD
(1) LAYER, BOTH SIDES OF STUDS

GALVANIZED METAL STUD TRACK

GALVANIZED METAL STUD BRACE TO
STRUCTURE AT 48" O.C.

2A

2B

3 5/8" METAL STUDS @ 16" O.C. (STC 45)

6" METAL STUDS @ 16" O.C.

2C 8" METAL STUDS @ 16" O.C.

SEALANT, BOTH SIDES

NOTE:  ALL TOILET ROOMS SHALL HAVE 5/8"
CEMENTITIOUS BACKER BOARD (IN LIEU OF 5/8" GYPSUM
WALL BOARD) WITH  TILE WAINSCOT. PROVIDE
5/8" MOISTURE RESISTANT GYPSUM IN ALL TOILET ROOMS,
LOCKER ROOM AND SHOWER ROOMS

CONCRETE SLAB, SEE STRUCTURAL

GALVANIZED METAL STUD TRACK

3" THICK ACOUSTIC BATT INSULATION, (STC RATED
WALLS ONLY)

GALVANIZED METAL STUDS

5/8" TYPE "X GYPSUM WALLBOARD

GALVANIZED METAL STUD TRACK

EXTEND TO ROOF DECK

3A 3 5/8" METAL STUDS @ 16" O.C. (STC > 56)

SEALANT, BOTH SIDES

25 GA. RESILIENT CHANNELS
@ 24" O.C.

25 GA. RESILIENT CHANNELS
@ 24" O.C.

CEILING LINE

3B 6" METAL STUDS @ 16" O.C.

TILE

5/8" CEMENTITUOUS
BACKER BRD.

METAL STUDS

SETTING BED
3" THICK ACOUSTIC BATT INSULATION,
(STC RATED WALLS ONLY)

NOTE:  ALL TOILET ROOMS SHALL HAVE 5/8"
CEMENTITIOUS BACKER BOARD (IN LIEU OF 5/8" GYPSUM
WALL BOARD) WITH  TILE WAINSCOT. PROVIDE
5/8" MOISTURE RESISTANT GYPSUM IN ALL TOILET ROOMS,
LOCKER ROOM AND SHOWER ROOMS

3 5/8" METAL STUDS @ 16" O.C. (STC 45)4A

BACKER BRD. AND
TILE  BOTH SIDES4B

SETTING BED

TILE

5/8" CEMENTITUOUS
BACKER BRD.

METAL STUDS

NOTE:  ALL TOILET ROOMS SHALL HAVE 5/8"
CEMENTITIOUS BACKER BOARD (IN LIEU OF 5/8" GYPSUM
WALL BOARD) WITH  TILE WAINSCOT. PROVIDE
5/8" MOISTURE RESISTANT GYPSUM IN ALL TOILET ROOMS,
LOCKER ROOM AND SHOWER ROOMS

3 5/8" METAL STUDS @ 16" O.C. (STC 45)5A

N

SCALE: 3/16" =    1'-0"

1 PARTITION FLOOR PLAN
A106

0 4' 8' 12'

2 PARTITION TYPE 1
A106

3 PARTITION TYPE 2
A106

4 PARTITION  TYPE 3
A106

5 PARTITION TYPE 4
A106

6 PARTITION TYPE 5
A106

A106

7

CONSTRUCT NAVAL BRANCH HEALTH CLINIC
PANAMA CITY

520 -13 -200


	A106 PARTITION FLOOR PLAN

